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Abstract: Protection of transformers, as one of the most expensive equipment in the power system,
against lightning overvoltage impulses is a vital task. This paper, for the first time so far, investigates
the effects of a filtered spark gap on the protection level of transformers against lightning overvoltage
impulses. The filter is an inductor that is placed in series with the transformer and before the spark
gap aiming to reduce the voltage at the connection point of the spark gap, and hence, enhancing the
protection level of the transformer under lightning overvoltages. The experimental laboratory tests
are accomplished on a 400 kVA, 22/0.4 kV, Delta-Star (∆−Y) connection type transformer under 110 kV,
and 125 kV overvoltage impulses, whereas the size of the spark gap is set to 80 mm and two inductors
of 35 µH and 119 µH are considered. In order to perform a more in-depth analysis, a model that
works reasonably close to the empirical case is developed in the EMTP-RV software. An optimization
algorithm is used to determine the sensitive parameters of the double-exponential function, which is
used to reproduce the applied laboratory lightning impulse voltages in the EMTP-RV environment.
Moreover, the transformer is modeled according to the Cigre Guidelines (Working Group 02 of Study
Committee 33). The behavior of the spark gap is simulated as close as the practical situation using the
disruptive effect method. The preciseness of the simulated filtered spark gap model is verified by
comparing the results of the simulated model in the EMTP-RV with the results of experimental tests.
After verifying the model, different sizes of inductors are studied in the EMTP-RV environment to
investigate whether larger or smaller inductors provide better protection for the transformer under
lightning conditions. A comparison is performed among the conventional spark gap, surge arrester,
and the filtered spark gap to provide a better analysis of the potential of the proposed device.
The results indicate that proper sizing of the inductor, within an effective range, slightly enhances the
protection level of the transformer.
Keywords: disruptive effect; filtered spark gap; lightning overvoltage; surge arrester;
transformer protection
1. Introduction
Electrical equipment and, more specifically, the equipment that is operating in open areas are
subjected to more natural hazards such as lightning phenomena. Lightning surges can cause severe
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damages to the equipment that results in outages, and consequently, demand curtailment may
happen. On the other hand, maintaining the economic growth of a country requires a high-reliable
electricity supply [1]. Therefore, enhancing the protection level of the electrical equipment can improve
the reliability, and consequently, offer a better service to end-users [2]. Practical solutions might be
renovating and modifying the construction of the equipment or optimal allocation of protection devices.
The importance of enhancing the protection of power system equipment against lightning resulted
in opening several areas of research [3–8]. Li et al., in [3], provided adequate information on the
usage of the lightning rod, while [4–8] mainly discussed the arrangements and effectiveness of
shield wire on direct and indirect lightning overvoltages protection. However, among the electrical
equipment, transformers are considered as one of the most expensive equipment in the power system.
The unexpected external transients, even those with magnitude lower than the applied protection
level, may severely stress the winding insulation in transformers [9]. To this end, in the literature,
there exist many works that focused on investigating different methods to enhance the protection
level of transformers against lightning overvoltages. The degrees of protection for the transformers
were thoroughly investigated in [10]. This work provided adequate information on the most effective
degrees of protection as well as partial protection while considering direct-stroke protection.
High power rating transformers (≥200 kVA) are generally protected by surge arresters, whereas low
power rating transformers (<200 kVA) are protected by spark gaps. Surge capacitors have been specially
designed to protect the insulation of transformers by mitigating the steepness of the overvoltage
wave [11]. On the other hand, protection schemes based on the combination of surge arresters,
spark gaps and surge arresters, and surge capacitors and surge arresters have also been proposed.
In [12], the effects of the spark gap and surge arrester on the lightning overvoltage protection of a
wooden pole-mounted transformer were investigated. It was recommended that low rating surge
arresters, which are more cost-efficient, arranged in series combination with spark gaps, can be used to
mitigate the lightning overvoltages. Sabiha et al., first in [13], proposed a high-frequency model for the
transformers to investigate the transfer of lightning overvoltage from the primary terminal or medium
voltage (MV) side to the secondary terminal or low voltage (LV) side. Accordingly, the transferred
overvoltages to the secondary terminal (LV side) of the distribution transformer through the operation
of spark-gap was studied in detail in [14]. In this work, the combination of surge arrester, installed on
the LV side, with the spark-gap, installed on the MV side, was also investigated and it was shown
that installing surge arresters at the LV side of the transformer mitigated the lightning overvoltage,
stroke at the MV side, before transmitting toward the LV electricity consumers. In [15], the effects
of the spark gap on the LV side of the transformer was investigated using a surge arrestor on the
MV side. The authors demonstrated that such an arrangement sufficiently decreases the voltage
stress on the MV winding. In [16], a genetic algorithm (GA) was used for optimal placement of the
spark gap, aiming at providing efficient protection for MV transformers. Similarly, in [17], a GA
algorithm has been used for surge arrestor allocation in an IEEE-123 distribution network. The results
demonstrated the effectiveness of the model in decreasing the probability of flashover occurrence.
The effectiveness of utilizing a transmission line surge arrestor was investigated in [18]. It was shown
that, more often than not, the common methods of connecting surge arresters for protecting the
transformers are not adequate, and in some cases, the transformers still flashover in the presence of the
arrester. This may endanger the protection level of the transformers. The application of surge arresters
is regarded as the most appropriate method for the protection of power transformers, where these
devices may also decrease the probability of flashover per year due to both the direct and indirect
lightning phenomena [19]. Since the surge arresters are quite costly and may fail due to an overvoltage
surge, continuous monitoring is required. On the other hand, the spark gap is a simple device that
consists of two electrodes connected between the conductor and ground. In a three-phase distribution
transformer, especially for ungrounded MV networks, the ignition of the spark gap results in an earth
fault and, the circuit breaker is activated to remove the fault [20].
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The literature review shows that not only the aforementioned works but also, to the best of our
knowledge, the other existing works solely focus on optimally designing, installing, and operating the
commonly-used overvoltage protection devices. On the other hand, the medium voltage distribution
lines and, more specifically, the lines up to 20 kV that do not have a shielding wire are more likely to
be struck by direct lightning [21], while having the shield wire also mitigates the lightning-induced
overvoltages of MV networks effectively [5]. Therefore, some modification in the existing protection
devices is required to protect the transformers against direct lightning. This work, for the first time
so far, investigates the effects of a filtered spark gap on the mitigation of lightning overvoltages
over distribution transformers both in the laboratory and in software. The filter is an inductor
installed before the spark gap aims at reducing the amplitude of overvoltages induced by the lightning.
The consequence might be fewer flashovers in the spark gap and hence fewer outages in the power
system. A wide range of inductors is examined, and the obtained results are analyzed adequately
to show the effectiveness of the proposed protection device. Therefore, the primary contribution of
this work is proposing a novel, inexpensive configuration, namely filtered spark gap, to reduce the
amplitude of lightning overvoltage on the high voltage terminals of the transformer and consequently
improving the effectiveness of the conventional spark gap on protecting the power system equipment.
The remainder of this paper is organized as follows. Section 2 presents the experimental laboratory
setup as well as modeling the proposed filtered spark gap in a software environment. The model is
verified in Section 3 by comparing the software results with the recorded results in the laboratory.
Section 4 provides in-depth analyses of the model by examining different inductor sizes to study the
impact of inductor size on the protection level of the proposed filtered spark gap against indirect
lightning strikes. Section 5 performs a comparison among different protection methods such as spark
gap, filtered spark gap, and surge arrester following by a discussion on the results. Concluding remarks
and the prospect of future works are presented in Section 6.
2. Filtered Spark Gap-Based Model
This section provides detailed information regarding the high voltage laboratory experimental
setup as well as modeling the applied impulses, transformer, spark gap, and the proposed filter in
a software environment. In Section 2.1, technical information of the utilized devices such as the
inductor, spark gap, transformer, and impulse generator is provided, while Section 2.2 provides
detailed information on simulating the aforementioned devices in software and required adjustments
to obtain results as close as the experimental situation.
2.1. High Voltage Laboratory Experimental Setup
The laboratory tests have been performed in the Brno University of Technology, High Voltage
Laboratory, in the Czech Republic. Figure 1a demonstrates the complete laboratory setup for
investigating the impacts of filtered spark gap on the lightning overvoltages, while Figure 1b provides
a close-up to highlight the connection of the inductor and the spark gap to the high voltage terminal of
the transformer. The impulse generator is a 1000 kV/100 kJ, SG∆ 1000–100, Haefely, with a damping
resistor of about 160 Ω, while the measurement system was HiAS 743. The tests were performed under
the following atmospheric conditions: pressure: 97.392 kPa, temperature: 18.9 ◦C, and relative air
humidity: 62.8%. The high voltage winding of the transformer was connected in a delta connection.
Thus, the impulse voltage generator (to simulate the behavior of indirect lightning phenomena) could
be connected to the phases a, b, or c (see Figure 1b for experimental setup and Figure 8 for the simulated
model in software), however, for the sake of simplicity, in all the tests, the impulse was applied on the
middle phase “b”, and all the measurements were made on the same phase. Interested readers may
refer to [22] for obtaining a complete report on the laboratory setup, supporting figures, as well as a
wide range of experimental results.






Figure 1. Laboratory setup: (a) complete laboratory setup and (b) close-up for connecting the inductor 
and spark gap to the transformer terminal. 
The utilized spark gap, presented in Figure 2(a), is a sphere–sphere spark gap with an adjustable 
gap length 0–80 mm and brass electrode with a 20 mm electrode diameter. In this work, the gap 
length was set to 80 mm and was connected to the middle phase “b”. Figure 2(b) is a close-up to 
highlight the placement of the spark gap. More information about the spark gap is provided in the 
software simulations setup section. Two inductors with the following parameters were used in the 
laboratory test: 1) dimension 160 mm × 550 mm, 49 turns approximately, 1 mm2 wire, resistance 571.8 Ω, inductance 119 μH and 2) dimension 110 mm × 400 mm, 33 turns approximately, 0.33 mm2 HV 
cable, resistance 450.8 Ω, inductance 35 μH. 
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The utilized spark gap, presented in Figure 2a, is a sphere–sphere spark gap with an adjustable
gap length 0–80 mm and brass electrode with a 20 mm electrode diameter. In this work, the gap length
was set to 80 mm and was connected to the middle phase “b”. Figure 2b is a close-up to highlight
the placement of the spark gap. More information about the spark gap is provided in the software
simulations setup section. Two inductors with the following parameters were used in the laboratory
test: (1) dimension 160 mm × 550 m, 49 turns approximately, 1 mm2 wire, resistance 571.8 mΩ,
inductance 119 µH and (2) dimension 110 mm × 400 mm, 33 turns approximately, 0.33 mm2 HV cable,
resistance 450.8 mΩ, inductance 35 µH.
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work, the nonstandard quasi-double peak impulse voltage is reproduced by connecting two surges in
series, Figure 4.
V(t) = Vm(eαt − eβt) (1)
where Vm is the maximum voltage of the source, α and β are the coefficients to adjust the front time
(e.g., 1.2 µs± 30%) and time to half value (e.g., 50 µs± 20%) [28].
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Due to the practical experience, the parameters α and βmostly take negative values. Therefore,
maximizing the summation of these negative values guarantee to find the smallest values, which is
extremely helpful in enhancing the computational efficiency of simulation via the EMTP-RV
software [25]. It is worth mentioning that for the sake of sim licity, the optimization algorithm
is developed to reproduce the positive polarity of the impulse voltage, while to find the negative
polarity, easily the signs of Vms are changed to the negative one. The primary step in this optimization
method is setting the peak value of the first peak. From the impulse voltages applied in the laboratory,
the value of the first peak, Vp1, and the frontier time, tp1, can be derived. From Figure 3, Vp1 is a bit
lower than 125 kV, while the frontier time is 1.4 µs. In this paper Vp1 is set to 124.5 kV. Before the first
peak, the curve should be increasing, and this can be done by keeping the values of the curve less than
or equal to Vp1 before time tp1. Equation (3) is used for this reason where t−p1 stands for any time before
tp1, while (4) guarantees that the curve reaches its peak value at a specific time tp1. As it can be seen in
Figure 3, after this peak, the curve should be decreasing again and to do so (5) is used to guarantee
such a decreasing trend where t−p1 stands for any time after tp1, then practically ζ1 can be selected as
0.02 µs and for ζ2 any value bigger than 0.02 µs works (in this paper, 0.3 µs). On the other hand, it is
required to simulate the behavior of the curve around the turning point where the second peak will
be started after that. From Figure 3, the turning point happens around ttp = 4.5 µs and the value at
this point, Vtp, is about 114.5 kV, therefore, the minimum and maximum limits are set to 114 kV and
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115 kV, respectively. The obtained parameters are used in the double exponential model, and the curve
is plotted via EMTP-RV or Matlab software, see Figure 5. Then, a comparison between the laboratory
applied impulse and the later plotted curve is performed to reveal the differences between these curves.
The second peak is prepared such that it fills the revealed difference. In this case, the following general
optimization model is used. It is noteworthy to mention that the second curve should be started




Vm2(eα2·tc1 − eβ1·tc1) ≥ Vc1 (8)
Vm2(eα2·tc2 − eβ2·tc2) ≤ Vc2; ∀tc2 ∈ (ξ1 ξ2] (9)
Vm2(eα2·t40 − eβ2·t40) ≤ Vc40 (10)
Vm2(eα2·t50 − eβ2·t50) ≥ Vc50 (11)
Vm2(eα2·t80 − eβ2·t80) ≤ Vc80 (12)
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Similar to the previous case, it is favorable to obtain relatively small values for the parameters.
Afterward, we need to choose some compensation points in the curve. One compensation point can be
at the time after the turning point and before the second peak, where the curve needs to be increasing.
In this paper, tc1 = 2.5 µs has been selected; note that this curve starts after the turning pint, 4.5 µs,
therefore tc1 = 2.5 µs is corresponding with t = 7 µs of the first curve, and a comparison shows that this
curve should compensate around 7.7 kV, therefore, Vc1 is set to 7.7 kV. The second peak is happening
at around 7 µs in Figure 3, however, a comparison between Figures 3 and 5 reveals that for all times
between 7 µs and 15 µs in Figure 3, a compensation less than or equal to 25 kV is required, which is
stated by (9) while setting Vc1, ξ1 and ξ1 to 25 kV, 2.5 µs and 10.5 µs. The other compensation points
are selected to make a tail similar to the applied impulse. In this paper, the points correspond with
40 µs, 50 µs, and 80 µs in Figure 3 have been selected to reproduce the time to half value. To this end,
(10)–(12) are used, while according to comparison, the following data have been extracted and used in
the optimization model: t40 = 35.5 µs, t50 = 45.5 µs, and t80 = 75.5 µs and the corresponding voltages
are Vc40 = 35 kV, Vc50 = 33 kV, and Vc80 = 30 kV. Interested readers may refer to [29] for obtaining
more information on the optimization models and deriving the GAMS code.
The optimization model was implemented in GAMS software [23], and the parameters for the first
and second surges were obtained as follows: Vm1 = −131, α1 = −29818, β1 = −3386235, Vm2 = −60,
α2 = −11573, and β2 = −70405, where the second surge is started 4.5 µs after the first surge. Figure 6
presents the projection of the simulated impulse voltage, the blue curve, and on the laboratory applied
Energies 2020, 13, 3799 8 of 23
impulse, the green curve. As can be seen from this figure, the optimization model resulted in an
excellent outcome where the reproduced impulse voltage was almost identical to the laboratory
applied impulse.
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2.2.2. Transformer Model
The transformer used in the laboratory tests was a 22/0.4 kV Delta-Star (∆ −Y) connection type.
To model the transformer in the EMTP-RV environment, Cigre Guidelines were used [11]. Figure 7
shows the basic building block of a transformer for one phase. Three identical basic building blocks
were connected in the ∆ − Y connection to model the three-phase transformer. After setting up the
∆−Y connection, for the high voltage studies, it is essential to consider the capacitances on the primary
side, between the primary and secondary sides, and on the secondary side. All the capacitances,
presented in Figure 8, were measured in the laboratory to precisely model the transformer.
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2.2.3. Spark Gap
A spark gap is a device that is used to protect the power system equipment by limiting the
overvoltage. The spark gap is triggered when the applied voltage at the spark gap terminals exceeds
the dielectric strength of air between its horns. In this work, to simulate the behavior of the spark gap
as close as the practical situation, the disruptive effect (DE) method (13) was used [30].
t∫
t0
[∣∣∣vgap(t)∣∣∣− v0]kdt ≥ D (13)
where the k, v0, and D are an empirical constant, the onset voltage onset of primary ionization or onset
of a secondary streamer (kV), and the disruptive effect value (kV µs), respectively. These terms depend
on the gap size and can be obtained or estimated via laboratory tests. Expression (13) states that the
flashover in the spark gap occurs if from the moment t0 that the gap voltage becomes greater than v0,
to time t in which the integral becomes greater than or equal to D.
The values of parameters k, D, and v0 are determined via the volt–time curve of the system and
observing the withstand voltage of the dielectric under standard lightning overvoltages. Analytical and
statistical methods are used to predict the behavior of the spark gap and calculate the best values for
the aforementioned parameters [31]. However, more often than not, for the sake of simplicity and
under the standard overvoltage impulses, k is set to 1.00 and the other two parameters are adjusted
accordingly [30,32] as described in Section 3.
2.2.4. Placement of the Inductor-Based Filter
The inductor is placed before the transformer, while in the case of considering the spark gap,
the spark gap is placed in between the series inductor and the transformer, see Figure 9. A damping
resistor is also considered after the spark gap.
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3. Model Validation
This section validates the simulated model in the EMTP-RV software. All the measurements were
made at the connection point of the spark gap. For the case of considering the filtered spark gap,
the measurements were made immediately after the inductor, see point (B) in Figure 9. The simulation
time-steps were set to 20 nanoseconds (ns), while the total simulation time was similar to the laboratory
test interval, 100 microseconds (µs). The main reason of setting very small time-steps was to obtain
precise results inclosing small fluctuations in the measured voltages. It is worth mentioning that the
simulated model of the filtered spark gap in EMTP-RV is available in [22].
Before conducting different case studies, the model simulated in EMTP-RV software was validated
by comparing its outcomes with the results obtained from the laboratory test. Two inductors of 35 µH
and 119 µH, and different conditions were considered to perform the laboratory tests: (1) applying the
110 kV and 125 kV impulses in the presence of the spark gap and (2) applying the 110 kV and 125 kV
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impulses in the presence of the filtered spark gap. To simulate the behavior of the spark gap via the
disruptive effect (DE) method, presented in (2), the DE parameters are adjusted in a way that the results
stay as close as possible to the experimental case. As mentioned in Section 2, Section 2.2.3, for the
standard lightning overvoltages, more often than not, k is set to 1.00, and the other parameters are
obtained. However, in this work, due to applying nonstandard impulses, first, the method proposed
in [33] has been used to derive the parameters, and then, a trial and error method has been used to find
a better match with the laboratory results. Therefore, in this paper, the parameters are set as follows:
V0 = 112 kV, k = 0.97, and D = 0.01. It is worth mentioning that the impulse is applied to the middle
phase, b in Figure 9, and all the tests are done while the transformer tank is grounded.
3.1. Test 1) Applying 110 kV and 125 kV Impulses in the Presence of the Spark Gap
In this case, the behavior of the spark gap, which was simulated via the DE method (13),
was evaluated. However, before comparing the simulation results with the laboratory test, similar to
the reproduction of 125 kV applied impulse voltage, an optimization model was developed to
determine the parameters of two double exponential functions (1) connected in series as Figure 4.
Similar to the 125 kV impulse voltage, the optimization model was used to adjust the parameters of
the double exponential model for reproducing a 110 kV impulse voltage close to the applied laboratory
impulse. By using the optimization model, the parameters were obtained as follows: Vm1 = −113.5,
α1 = −28, 847, β1 = −3, 933, 683 and Vm2 = −40, α2 = −8518, and β2 = −64, 185. It is worth
mentioning that the same parameters α1, β1, α2, and β2 found for reproducing 125 kV impulse voltage
could have been used for reproducing 110 kV too, however, new adjustments were performed to obtain
better simulation results. Figure 10 presents a comparison among the laboratory impulse voltage and
the 110 kV impulse reproduced by using the coefficient adjusted for the 125 kV, in Section 2.2.1, and the
aforementioned coefficients adjusted for the 110 kV impulse. As can be seen, the main difference starts
at the turning point where the reproduced impulse voltage with the parameters adjusted for the 110 kV
follows the laboratory applied an impulse more accurately. Note that after adjusting the parameters
of the 110 kV and 125 kV voltage sources in the EMTP-RV environment, these parameters remained
unchanged throughout the test.
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After setting up the spark gap, the 110 kV and 125 kV impulses were applied, and the 
measurements were performed at the connection point of the spark gap. Figure 11 shows that after 
applying the 110 kV impulse voltage in the presence of the spark gap, the results of the software 
simulation, the blue curve, and the laboratory test, the green curve, were in very good agreement 
with each other. 
i . arison f t l t i l lt it t i l i l t i
- using the coefficients of doubl exponential functions adjusted for the 110 kV and
125 kV impulses.
After setting up the spark gap, the 110 kV and 125 kV impulses were applied, and the measurements
were performed at the connection point of the spark gap. Figure 11 shows that after applying the
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110 kV impulse voltage in the presence of the spark gap, the results of the software simulation, the blue
curve, and the laboratory test, the green curve, were in very good agreement with each other.Energies 2020, 13, x FOR PEER REVIEW  11 of 24 
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Figure 12 shows the results of both the laboratory test and EMTP-RV simulation for a transformer
protected by a spark gap under 125 kV applied impulse voltage. It can be seen that for this test,
a flashover occurs across the spark gap to protect the transformer against the overvoltage. Although the
peak value for the EMTP-RV model was 2.46% higher than the peak value of the experimental case,
the front time for both cases was practically the same (1.400 µs and 1.401 µs, respectively). Moreover the
flashovers in these cases occurred within a negligible difference, only about 0.06 µs, while the
time-to-half value was also comparable, 2.030 µs and 1.952 µs respectively for the laboratory test and
EMTP-RV simulation. To examine the functionality of the spark gap in more detail, Case 2 investigates
the reaction of the system under critical condition and in the presence of two different inductors.
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3.2. Test 2) Applying 110 kV and 125 kV Impulses in the Presence of the Proposed Filtered Spark Gap
This case investigated the effects of the proposed filtered spark gap n the p otection level of the
transformer under overvoltage conditions. Inductors with different sizes such as 35 µH and 119 µH
were placed before the spark gap, and the simulations results of the EMTP-RV software were compared
with the laboratory tests.
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Figure 13 shows the results of the laboratory test and the software simulation after considering
a 35 µH filtered spark gap under the 110 kV applied impulse voltage. By comparing the green and
blue curves in this figure, it can be seen that the difference between the peak voltage of the software
simulation with the laboratory test is only about 0.91%. To reveal the effects of the 35 µH filtered spark
gap, a comparison between Figure 13 with Figure 11 is performed. The results show that by installing
the 35 µH inductor, the amplitude of the overvoltages, at point B in Figure 9, increased by about 0.32%
for the laboratory tests and 2.2% for the EMTP-RV simulations. Therefore, installing the 35 µH inductor
resulted in increasing the applied voltage and did not help in reducing the amplitude of overvoltage
induced by lightning.
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Figure 14 shows the effects of installing a 119 µH inductor on the protection level of the transformer.
Comparing this figure with the case without considering any inductor, Figure 11, shows a considerable
increase in the amplitude of overvoltage by about 13.5% and 17% for the laboratory test and software
simulation, respectively. As can be seen, the voltage increase was much higher than the case with the
35 µH inductor, in Figure 13. The important thing is that the difference between the amplitudes of the
overvoltages for the laboratory test and the software simulation was about 2.1%, while the differences
between the front time and time-to-half values of these cases were negligible, 0.750 µs and 0.678 µs,
respectively. Therefore, it can be deduced that considering the 119 µH filtered spark gap resulted in
a huge increase in the amplitude of the lightning overvoltage and did not provide any support in
reducing the tension over the spark gap.
At this stage, the effects of the filtered spark gap on the 125 kV applied voltage was considered.
Figure 15 presents the results of the experimental laboratory test as well as the EMTP-RV model
for a transformer protected by a 35 µH filtered spark gap under a 125 kV impulse. As can be seen
from this figure, for the laboratory test, the flashover of the spark gap occurred at about 123.4 kV
with a time-to-half value of 1.672 µs. Comparing the laboratory results of this figure and Figure 12,
which stands for the case without any filter, shows that the 35 µH inductor caused an increase of
about 1.5% in the peak value in which the spark gap started to flashover. Moreover, comparing the
simulation results of EMTP-RV in Figures 12 and 15 confirmed the same situation in which by installing
a 35 µH inductor, an increase in the flashover voltage occurred on the spark gap. On the other hand,
a comparison between two curves in Figure 15 revealed a negligible difference of about 0.9% between
the laboratory test and the software simulation. Comparing this case with the similar case but under
110 kV impulse voltage shows that although in both cases the inductor resulted in increasing the
applied voltage, the 125 kV applied impulse activated the spark gap to protect the transformer against
the dangerous condition. This case revealed that considering the 35 µH filtered spark gap under the
Energies 2020, 13, 3799 13 of 23
125 kV applied voltage may endanger the healthy operating condition of the transformer by increasing
the amplitude of the impulse voltage on the high voltage terminal of the transformer.
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In Figure 16, the green line presents the experimental laboratory test of the 119 µH filtered spark
gap under 125 kV impulse voltage. In this case, the flashover of the spark gap occurred at a voltage
around 146 kV, while for the case with a 35 µH inductor, in Figure 15, the flashover took place at
around 123 kV. This shows that the utilized inductors did not mitigate the overvoltages and, the bigger
the inductor is, the higher the amplitude of overvoltage across the spark gap becomes. However,
this requires more investigations that will be conducted in Section 4. Moreover, a comparison between
the laboratory results in the presence of the 119 µH filtered spark gap, in Figure 16, and the case without
any inductor, in Figure 12, shows that this inductor resulted in an increase of about 20% in the flashover
voltage, which confirms the ineffectiveness of installing large inductors in reducing the amplitude of
lightning overvoltages. Moreover, comparing the simulation results in Figures 12 and 16, for similar
situations, confirms that like the experimental case, by installing a 119 µH inductor, the overvoltage
amplitude shows an increase, by about 16.7%. It is noteworthy to mention that although the patterns of
the overvoltage curves for the laboratory test and software simulation were different for this very short
period of time, the difference between the flashover times was quite acceptable, only about 0.9 µs.
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Similarly, comparing this case with the 119 µH filtered spark gap under the 110 kV impulse
voltage shows that in both cases, considering the inductor resulted in increasing the applied voltage
much higher than the applied voltage. The considerable difference was that under the 125 kV applied
impulse, the spark gap reached its withstand voltage and protected the transformer against high
voltage impulses.
4. Case Studies
In Section 3, the model simulated in EMTP-RV was validated by comparing its results with
the experimental laboratory outcomes. In this section, this model was used for further analysis of
the proposed filtered spark gap and to recognize whether it is useful for enhancing the protection
level of the transformer or not. First, two extreme cases with very large and very small inductors
were studied. Then a sensitivity analysis was carried out to show the degree of effectiveness of
the proposed filtered spark gap device in protecting distribution transformers and mainly finding
the effective range for the size of the inductor. It is noteworthy to mention that to reproduce the
simulation results as close as possible to the practical situation, the frequency dependency characteristics
of the devices such as transformer, inductor, and even the resistors should be taken into account,
which requires an appropriate estimation of the transformer’s parameters by knowing its internal
formation, the inter-turn (or parasitic) capacitances of inductors, and analyzing the degree of frequency
dependency of the resistors.
4.1. Case 1) Applying 110 kV and 125 kV Impulses in the Presence of the Filtered Spark Gap with Large and
Small Inductors
This case was used as the base case to define the effective range for the sensitivity analysis. To this
end, a large and a small inductors were considered. In this subsection, a large inductor stands for
an inductor that is at least four times larger than the largest inductor utilized in the laboratory tests.
Therefore, a 500 µH inductor was used to investigate the effects of large inductors on the protection
level of the transformer. On the other hand, the small inductor was considered to be at least four times
smaller than the smallest inductor utilized in the laboratory test, hich was set to 5 µH.
Figures 17 and 18 present the measured voltage in the presence of the filtered spark gap with
500 µH under applied impulse 110 kV and 125 kV, respectively. Comparing Figure 17 with Figure 14,
hich stands for the filtered spark gap with 119 µH under 110 kV applied impulse, shows that
increasing the inductance results in increasing the voltage stress of the spark gap such that the flashover
occurred at 144.738 kV. The same situation was observed for the 125 kV applied impulse voltage where
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with a 500 µH inductor, the flashover occurred at 151.727 kV, which was higher than the case with a
119 µH inductor.
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Figures 19 and 20 show that contrary to the case with a large inductor, the small inductor had
reduced the applied impulse voltages 110 kV and 125 kV by 228 V and 268 V, respectively.
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The main reason for such increases and decreases in the voltage amplitude might be the
intercorrelation between the inductor-based filter and the internal circuit of the transformer.
The appropriate size of the filter was investigated in the following case study and via sensitivity analysis.
It is noteworthy to mention that for obtaining more reliable and precise results, the internal circuit of
the transformer needs to be modeled appropriately and validated via a frequency response analysis.
4.2. Case 2) Sensitivity Analysis over the Inductor Size Under 110 kV and 125 kV Impulses in the Presence of
the Filtered Spark Gap
In this case, the sensitivity analysis was conducted over the inductor size. Since, according to the
laboratory test and simulation results, the inductors above 35 µH failed to decrease the overvoltage
amplitude over the spark gap, in the sensitivity analysis, only the sizes below 35 µH were considered.
The inductance was decreased stepwise with the step of 5 µH.
Table 1 presents the results of utilizing different sizes of filters under the 110 kV applied overvoltage
impulse. Comparing the results of the 30µH and the 35µH filtered spark gap filter, Figure 13, shows that
by using the 30 µH filter, the amplitude of overvoltage decreased by about 0.84 kV, however, this voltage
was still 1.57 kV higher than the applied overvoltage impulse, see Figure 11. This revealed that still the
30 µH filter was worsening the situation. Considering all the results in Table 1 shows that by reducing
the size of inductors from 30 to 10 µH with step 5 µH, the voltage level was reduced where for the case
with the 20 µH filter, it reached to the level of the applied impulse, and after that, it started decreasing
below the applied impulse. Within these filter sizes, the best result obtained by installing the 10 µH
filtered spark gap. Contrarily, by reducing the size of the filter from 10 to 5 µH, the amplitude of
the overvoltage shows an increase, although, it did not go above the applied impulse. Therefore,
the effectiveness of the filter spark gap for the 110 kV applied impulse started when the inductor size
was below 20 µH. Moreover, by comparing the front times in this table with the reproduced 110 kV
applied impulse, Figure 11, it could be observed that by using the optimal filter size (10 µH) as well as
the filters larger than the optimal size, the steepness of the overvoltage was reduced.
Table 1. Effects of different filter sizes on the overvoltage amplitude 110 kV applied impulse.
Inductor Size 30 µH 25 µH 20 µH 15 µH 10 µH 5 µH
Peak value (kV) −110.222 −109.417 −108.659 −107.977 −107.483 −107.973
Front time (µs) 2.51 2.47 2.40 2.29 2.00 1.24
Table 2 presents the effects of different sizes of filter on the amplitude of the 125 kV applied
overvoltage impulse. The results in this table reveal that for all sizes of filters, the overvoltage amplitude
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is below the applied impulse, 124.50 kV (see Figure 6). Note that in this case, the amplitude of the
overvoltage over the spark gap by utilizing the 35 µH filter decreases to 124.48 kV (see Figure 15),
which is already below the applied impulse. This shows that unlike the case with 110 kV applied
impulse in which the effectiveness of the protection device started by utilizing filter sizes bellow 20 µH
inductor, in this case, the effectiveness starts by considering filter sizes below 35 µH, i.e., a wider
range of inductor is applicable to reduce the amplitude of the lightning overvoltages. Similar to the
case with 110 kV applied impulse, in this case, reducing the size of the inductor enhances the voltage
reduction, where with a 10 µH inductor, it reaches to its minimum value, 123.60 kV, which is 0.9 kV
lower than the applied impulse voltage. However, by reducing the size of the inductor from 10 µH to
5 µH, the amplitude of the overvoltage shows an increse of 0.198 kV. In addition, comparing the front
times in Table 2 with reproduced 125 kV applied impulse in Figure 6 shows that the filtered spark gap
has reduced the steepness of the overvoltage, even by installing the 5 µH filtered spark gap.
Table 2. Effects of different filter sizes on the overvoltage amplitude 125 kV applied impulse.
Inductor Size 30 µH 25 µH 20 µH 15 µH 10 µH 5 µH
Peak value (kV) −124.361 −124.202 −124.018 −123.799 −123.600 −123.798
Front time (µs) 2.05 2.01 2.00 1.98 1.96 1.49
The results presented in this section revealed that a proper design of a filtered spark gap could
alleviate the overvoltage impulses and enhance the protection level of the transformer. The most
important stage was determining the effective range of inductors to be installed. The optimal size of
the inductor depends on the internal circuit of the transformer since the amplification or weakening
of the overvoltage impulses on the transformer terminals can be explained by the intercorrelation
between the filter coil and the transformer’s inductances, capacitances, and resistances.
5. Comparisons and Discussion
This section performed a comparison among the proposed filtered spark gap, the conventional
spark gap, and surge arrester. To do so, the voltage stress of these cases under different applied
voltages, namely below and over the flashover voltage of the spark gap, was analyzed. The metal
oxide surge arrester was modeled based on the guidelines provided by the IEEE Working Group 3.4.11,
as Figure 21 [34] that simulates the frequency-dependent behavior of a surge arrester by using two
nonlinear resistance Ao and A1, separated by an R–L filter. The information to simulate the 20 kV
surge arrester was derived from [35], while the V–I characteristics of the nonlinear resistances were
derived from [34]. The validity of the model was verified by performing a simulation-based test under
20 kA current impulse (8/20 µs) and comparing the results with laboratory tests provided in [35].
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Figure 21. Frequency-dependent metal oxide surge arrester.
Figure 22 provides the results of a test of different protection devices such as the conventional
spark gap, surge arrester, and the proposed filtered spark gap in subfigures (a), (b), and (c), respectively,
under a 125 kV impulse, which is a voltage higher than the flashover voltage of the spark gap. Similarly,
Figure 23 provides the results of testing these devices under 110 kV, which is a voltage under the
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flashover voltage of the spark gap. It is worth mentioning that the filter in Figures 22 and 23 were set
to 8 µH and 10 µH, respectively. As can be seen from both figures, it is obvious that the surge arrester
in (b) shows a better performance compared to the other devices. However, it should be noted that
the surge arrester is an expensive protection device and due to cost optimization, the conventional
spark gap was widely used in the cases with small pole-mounted transformers to protect these devices
against overvoltage situations but at the cost that the spark gap operation makes a temporary outage
in the whole feeder. Therefore, any inexpensive solution to enhance the performance of the spark gap
is welcome.
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Comparing subfigures (c) with (a) in Figure 22 reveals that the proposed filtered spark gap resulted
in a reduction of the voltage over the spark gap by about 1 kV, while for the case with applied voltage
under the flashover voltage of the spark gap, in Figure 23, the reduction was about 1.2 kV. The key
point in using the filtered spark gap is to increase the induced voltage level needed for spark gap
operation, thus reducing the number of outages due to the spark gap flashovers. Our assumption was
that even though the voltage difference is small, it still leads to a noticeable reduction in the number of
outages due to induced lightning overvoltages.
In order to investigate more deeply the effects of the proposed filtered spark gap, some analyses
on the current flows were performed. The currents were measured before and after the connection
points of the spark gap and surge arrester.
Figure 24 presents the effects of the protection devices on the current flow due to induced lightning
overvoltages. As expected, the winner among the presented devices was the surge arrester, which kept
the current amplitude lower than the other cases. The conventional spark gap and the proposed
filtered spark gap performed almost the same. At the spike moment, the proposed device worked
negligibly better; the current amplitude was about 1 A lower than the case with the conventional spark
gap. The effects of these devices on the current flow before their connection point (point B in Figure 9)
might provide more information on their performance.
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Figure 25 presents a comparison among the current flows of spark gap, filtered spark gap,
and surge arrester before connection B (see Figure 9). Note that (1) the scale for this figure is in kA,
while the scale of Figure 24 was in A, and (2) the current flow for the case without SG is similar to
the curve presented in Figure 24, therefore, it is not presented in Figure 25. Similar to the previous
case, the best performance belongs to surge arresters. However, between the spark gap and filtered
spark gap, the latter one shows much better performance by smoothening the current waveforms and
reducing its amplitude before the spark gap. A deep understanding of the performances of these
devices requires investigation on the inter-correlation of the inductor-based filter and the internal
circuit of the transformer.
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filter, was placed before the spark gap. The proposed device was tested under different conditions in a
laboratory, and the obtained results were used to validate the simulated model in the EMTP-RV software
environment. In order to design a model as close as possible to the laboratory test, optimization
and trial and error techniques were used. Results show that utilizing a filtered spark gap with large
inductors deteriorated the protection level by increasing the level of the applied overvoltage impulse
across the spark gap. However, within the effective range of the inductor size, the filtered spark gap
positively affected the protection level by decreasing the peak voltage over the spark gap.
The comparison shows that although the performance of the proposed filtered spark gap was not
better than an expensive protection device such as surge arrester, it decreased the induced voltage
amplitude over the spark gap. Moreover, results revealed that the optimal inductor size, in the filtered
spark gap, reduced the steepness of the overvoltage. Therefore, in general, placing the filtered spark gap
may result in reducing the number of spark gap flashovers and thus outages. This number is system
and area-specific and is the subject of further research, however. Moreover, finding the optimum size of
the filter coil for decreasing the tension over the transformer is highly dependent on the intercorrelation
of the internal circuit of a transformer and the size of the inductor-based filter. However, this requires
modeling the transformer more precisely and verifying the models via frequency analysis, which is the
prospect of future works.
Future works will study the frequency dependency characteristics of the devices such as the
transformer, inductor, and even the resistors to verify the correlation between the filtered spark gap
and the internal circuit of the transformer. To this end, the inter-turn (or parasitic) capacitances of
the inductor are modeled, the internal formation of the transformer is estimated, and the degree of
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on both the filter as well as the internal circuit of the transformer can be investigated.
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